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GEOSCIENCE 75711 G LABORATORY (PTY)LTD

Deliveries: 3 Brand Street, Westering, Ggeberha 6001

Tel: +27 (0)41 487-3130

E-mail: civil@geosciencelab.co.za

Tasting Loboraiony

Reg. No. 2022/794178/07 ISO/IEC 17025 ACCREDITED T1102
CLIENT : Lower Sundays River Water User Association PROJECT : Quarterly Water Sampling
PO Box 10 JOB CARD : TET3014
Belmont Road DATE SAMPLED : 21/11/2025
Sunland DATE DELIVERED: 21/11/2025
6115 DATE COMPLETED: 27/11/2025
DATE REPORTED: 04/12/2025
DATE TESTED: 24/11/2025 SAMPLED BY: Geoscience Testing Lab
ATT : Christo SAMPLING PROCEDURE : N/A
SHORT SANS LABORATORY ANALYTICAL REPORT
Sample No: [Sample No: |Sample No:  [Sample No:
et . Method Reference / Limits SANS SANS 241 RISK | WL10320 | WL10321 | WL10322 | WL910323
Method No 241:2015 CLASS Sample ID: Sample ID: Sample ID: Sample ID:
Scheepers Managers .
Viakte Caesaers Dam House Barkley Bridge
Electrical Conductivity mS/m GSF 346S <170 Aesthetic 56.10 61.20 63.90 57.60
pH at 25°C pH units GSF 373S >5.0-<9.7 Operational 7.13 7.77 8.05 8.22
Operational <1 ional <
Turbidity NTU GSF 3775 fereone it il 150.00 71.40 219 103.00
Aesthetic <5 Aesthetic <5
Colour * Pt-Co Units GSF 3728 <15 Aesthetic <5 <5 <5 <5
Boron mg/l B TNT 877 24 Chronic Health 0.234 0.208 0.105 0.212
Sodium * mg/l Na SANS 11885 <200 Aesthetic 34.339 51.558 41.094 55.822
Calcium * mg/l Ca SANS 11885 N/A N/A 16.392 20.911 25.537 16.731
Magnesium * mg/l Mg SANS 11885 N/A N/A 25.571 16.104 24.011 22.675
Potasium * mg/l K SANS 11885 N/A N/A 9.087 3.227 4.381 6.676
Chronic Health <2 hronic Health <2
fron * mg/l Fe SANS 11885 foniesis S e 0.46 0.04 0.06 022
Aesthetic <0.3 Aesthetic <0.3
Chronic Health <0.4 | Chronic Health <0.4
Manganese * (S) mg/l Mn SANS 11885 = onic eallh =34 | o.338 0.105 0017 0278
Aesthetic <0.1 Aesthetic <0.1
Total Alkalinity mg/l CaCO3 GSF 368S N/A N/A 231.00 151.80 110.00 176.00
Chloride mg/l Cl GSF 354S <300 Aesthetic 70.33 61.54 52.74 50.99
Ammonia as N mg/l NHz-N GSF 372S <1.5 Aesthetic 0.5 0.1 0.5 0.4
Nitrate as N mg/l NO-N GSF 3728 <! Acute Health 1.80 0.50 2.10 0.20
Nitrite as N mg/l NO-N GSF372S <0.9 Acute Health 0.094 0.003 0.005 0.073
Combined Nitrate plus Nitrite * Ratio GSF372S <1.0 Acute Health 0.268 0.049 0.196 0.099
Flouride as F mg/l F GSF 372S <15 Chronic Health <0.02 0.33 0.22 <0.02
Acute Health <500 Acute Health <500
Sulphate as S0.” mg/l S0” GSF 3728 |— - - 23 28 23 24
Aesthetic <250 Aesthetic <250
Total Dissolved Solids mg/l TDS GSF 297S <1200 Aesthetic 380 353 333 420
Copper * mg/l Cu SANS 11885 <2 Chronic Health 0.137 0.049 0.101 0.165
Zinc * mg/l Zn SANS 11885 <5 Aesthetic <0.002 <0.002 <0.002 <0.002
E.coli * count/100ml GSF 282S N/D Acute Health 65 84 ND 117
Total Coliforms * count/100ml GSF 2828 <10 Operational >300 >300 <1 >300
Heterotrophic plate count * count/1ml GSF 2828 <1000 Operational 88 440 70 860
Total Hardness mg equiv. CaCOz/L APHA 2340-B N/A Operational 146.232 118.531 162.643 135163

Geoscience Lab (Pty) Ltd. (*) = Indicate non-accredited tests. (s) = Subcontracted test. (N/D) = Not Accredited

2. The highlighted result is an intrepretation of the direct comparison between the quoted specification and the single test sample results obtained.

3. The results met/not met is based on an aproximate 95% level of confidence with reference to ISO/IEC 98-4

Remarks: 1. The above test results are pertinent only to the samples received and tested at the laboratory. This report shall not be reproduced, except in full, without the

Name :

prior consent of
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GEOSCIENCE 75571147 LABORATORY (PTY)LTD

Deliveries: 3 Brand Street, Westering, Ggeberha 6001

Tel: +27 (0)41 487-3130

E-mail: civil@geosciencelab.co.za

TReRing Lot any

Reg. No. 2022/794178/07 ISO/IEC 17025 ACCREDITED T1102
CLIENT : Lower Sundays River Water User Association PROJECT : Quarterly Water Sampling
PO Box 10 JOB CARD : TET3014
Belmont Road DATE SAMPLED : 21/11/2025
Sunland DATE DELIVERED: 21/11/2025
6115 DATE COMPLETED: 27/11/2025
DATE REPORTED: 04/12/2025
DATE TESTED: 24/11/2025 SAMPLED BY: Geoscience Testing Lab
ATT : Christo SAMPLING PROCEDURE : N/A
SHORT SANS LABORATORY ANALYTICAL REPORT
Sample No:  |Sample No:  |Sample No:  |Sample No:
e T Method Reference / Limits SANS SANS 241 RISK | WL10324
Method No 1657:2014 CLASS Sample ID:  |SampleID:  |Sample ID:  |Sample ID:
Korhaans Dam
Electrical Conductivity mS/m GSF 346S <170 Aesthetic 57.20
pH at 25°C pH units GSF 3738 >5.0-<9.7 Operational 8.34
Operational <1 Operational <1
Turbidity NTU GSF 3778 peRrE BE[E 211.00
Aesthetic <5 Aesthetic <5
Colour * Pt-Co Units GSF 3728 <15 Aesthetic <5
Boron mg/l B TNT 877 24 Chronic Health 0.255
Sodium * mg/l Na SANS 11885 <200 Aesthetic 22.066
Calcium * mg/l Ca SANS 11885 N/A N/A 22.998
Magnesium * mg/l Mg SANS 11885 N/A N/A 16.514
Potasium * mg/l K SANS 11885 N/A N/A 9.324
hronic Health <2 hronic Health <2
fron* mgfl Fe SANS 11885 ookt isui) SHCHIGHEN 052
Aesthetic <0.3 Aesthetic <0.3 -
Chronic Health <0.4 | Chronic Health <0.4
Manganese * (S) mg/l Mn SANS 11885 n . i - 0.447
Aesthetic <0.1 Aesthetic <0.1
Total Alkalinity mg/i CaCO3 GSF 368S N/A N/A 132.00
Chloride mg/l Cl GSF 354S <300 Aesthetic 52.74
Ammonia as N mg/l NH;-N GSF 3728 <15 Aesthetic 1.0
Nitrate as N mg/l NO,-N GSF 3728 <11 Acute Health 2.00
Nitrite as N mg/l NO,-N GSF372S8 <0.9 Acute Health 0.112
Combined Nitrate plus Nitrite * Ratio GSF372S8 <1.0 Acute Health 0.306
Flouride as F mg/l F GSF 3728 <1.5 Chronic Health <0.02
N Acute Health <500 | Acute Health <500
Sulphate as SO, mg/l SO GSF 372S — - - 22
Aesthetic <250 Aesthetic <250 -
Total Dissolved Solids mg/l TDS GSF 2978 <1200 Aesthetic 420
Copper * mg/ Cu SANS 11885 <2 Chronic Health 0.137
Zinc * mg/l Zn SANS 11885 <5 Aesthetic <0.002
E.coli * count/100ml GSF 282S N/D Acute Health 110
Total Coliforms * count/100m} GSF 282S <10 Operational >300
Heterotrophic plate count * count/1ml GSF 282S <1000 Operational 512
Total Hardness mg equiv. CaCOgy/L APHA 2340-B N/A Operational 125.431

Remarks: 1. The above test results are pertinent only to the samples received and tested at the laboratory. This report shall not be reproduced, except in full, without the prior consent of
Geoscience Lab (Pty) Ltd. (*) = Indicate non-accredited tests. (s) = Subcontracted test. (N/D) = Not Accredited

2. The highlighted result is an intrepretation of the direct comparison between the quoted specification and the single test sample results obtained.

3. The results met/not met is based on an aproximate 95% level of confidence with reference to ISO/IEC 98-4
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